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Factory Company Name: Newage Apparels Ltd.     
Factory Address: Nischintopur, Zirabo, Savar, Dhaka, Bangladesh.  
Client: / 
Initiated By /  
Sample Type: Grab Samples*  
Sample Pick Up Date: December 06, 2016 
Test Period: December 06, 2016 to January 04, 2017 
 
Sample Description: Sample(s) received is/are stated to be: 
 I001) ETP Outlet  
 
 
 
REMARK   

 

This report shown the test result of the environment sample(s) of above factory which collected on specific date and time. 
The result(s) of this report shall not be used for any regulatory compliance purposes. 
 
* The Grab sampling is agreed with client. 
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Photo of the Sample/ Sampling Location 
 
 
 

 
I001) ETP Outlet 

 

 
 
 
 

 
 
 
 

Executive Summary 
 
 

Parameter  Conclusion 
Color PASS 

Foam Observation PASS 

Total Coliforms  PASS 
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Test Result 
 

 
 

Color 
 

Test Method  : APHA 22nd Edition-2120C/EPA-110.2 
 

Tested Item(s) pH Result Unit Requirement Conclusion 
I001 6.6 64 Pt-Co/CU ≤ 150  PASS 

 
Note: 

 
 APHA = American Public Health Association Standard Methods for the Examination of Water and Wastewater 

 
 

 
 

Foam Observation 
 

Test Method  : Visual 
 

Tested Item(s) Result Requirement Conclusion 

I001 No Foam   
No Visible Discharge of Floating 

Solids or Persistent Foam 
PASS 

 
 
 
 

Total Coliforms  
 

Test Method  : With reference to APHA 22nd Edition 2012 Part 9221 B 
 

Tested Item(s) Result Unit Requirement Conclusion 

I001 6.8 
MPN / 
100 mL 

400 bacteria per 
100ML PASS 

 
 
 
Comment: The report [(6816)342-0208] is sub-contracted to BVCPS (Chennai, India) for Total Coliforms Test.                            
 
 
 

 
END 

 
 


